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2021 Building Codes & Standards Question Of The Week

The maximum design mechanical load component (MLC) for a data
center located in Jefferson County, Alabama shall be

A) .26

TABLE C301.1
B) .24 CLIMATE ZONES, MOISTURE REGIMES, AND WARM HUMID
C) .23 DESIGNATIONS BY STATE, COUNTY AND TERRITORY

D) .22 US STATES IECC -

ALABAMA
3A Jefferson
3A Lamar
3A Lauderdale
3A Lawrence
3A Lee

3A Limestone

C403.1.2 Data centers. Data center systems shall comply
with Sections 6 and 8 of ASHRAE 90.4 with the follow-
ing changes:

1. Replace design mechanical load component
(MLC) values specified in Table 6.2.1.1 of the
ASHRAE 904 with the wvalues 1n Table
C403.1.2(1) as applicable in each climate zone.

TABLE C403.1.2(1)
MAXIMUM DESIGN MECHANICAL LOAD COMPONENT
(DESIGN MLC)

CLIMATE ZONE DESIGN MLC AT 100% AND AT 50% ITE LOAD

0A 0.24
OB 0.26
LA 0.23
2A 0.24

3A 0.23
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